Abstract: Ammonium stripping has gained increasing interest for nitrogen recovery in anaerobically digested effluents. However, the stripped effluents often still do not meet discharge standards, having high pH and residual pollutants. Constructed wetlands (CWs) are an easy to operate ecosystem and have a long history of application in treatment of wastewaters with extreme pH, such as acid mine drainage. However, knowledge of the mechanistic details involved in the use of CWs to treat high alkaline drainage, such as stripped effluent, is insufficient. This study explored the feasibility and effectiveness of using three sub-surface horizontal flow CWs to treat high alkaline stripped effluent (pH > 10). Two intensification strategies-intermittent aeration and effluent recirculation-were evaluated to enhance nitrogen depuration performance. The results show that the treatment of alkaline stripped effluent is feasible due to the high buffering capacity of the wetlands. Effluent recirculation combined with intermittent artificial aeration improves nitrogen removal, with 71% total nitrogen (TN) removal. Ammonia volatilization from the surface of the wetlands in high alkaline conditions only contributed to 3% of the total removed ammonium. The microbial abundance and activity had significant diversity for the various enhancement strategies used in the constructed wetland systems. Anammox is an important process for nitrogen removal in CWs treating alkaline stripped effluent, and possible enhancements of this process should be investigated further.
Introduction
Currently, there are many concerns about how to dispose of the large amounts of waste generated by pig farms. Swine wastewater is a typical high strength wastewater containing high levels of organic matter, ammonia, and phosphorus [1] . Inappropriate treatment methods and indiscriminate discharge of swine wastewater could cause epidemic diseases and foul odours. Anaerobic digestion (AD) is considered an effective and economic technique for treating swine wastewater. It has the advantages of both energy recycling and reduced greenhouse gas emissions [2] . Nevertheless, large amounts of liquid digestate are often generated, particularly from large-and super-large-scale biogas plants. Because the digestate contains >97% water, transport costs for lorries and underground pipelines prevent transportation to farmlands large distances away from the biogas plant [3] . Furthermore, upon excess application of digestate in the limited farmland near anaerobic digesters, the demand
Materials and Methods

Laboratory-Scale Wetlands
Three pilot-scale horizontal sub-surface flow constructed wetlands (HSFCWs) were constructed in Plexiglass rectangular tanks: CW-1, CW-2, and CW-3 (100 cm in length; 15 cm in width; 50 cm in depth). The schematic diagram of the systems are shown in Figure 1 . The tanks were filled with 100 kg of gravel (diameter, 2 mm to 6 mm; density, 1.67 g/cm 3 ; porosity, 35%) to a height of 45 cm. The water level was maintained at approximately 5 cm below the gravel bed surface. Sieves of perforated plastic were placed 3 cm in front of both the inlet and the outlet of the gravel bed to create small inflow and outflow zones. The free liquid volume was specially designed to ensure an equal distribution of inflow and laminar (plug) liquid flow through the gravel bed.
Black plastic cloth was wrapped around the sidewalls of the HSFCW to prevent periphyton formation. Juncus effusus, a species native to Asia and other parts of the world, was planted in the three HSFCWs at a density of 70-80 stalks per wetland. The experimental installation was situated in the Bioenergy and Environmental Science & Technology Laboratory at the China Agricultural University. Operational conditions were chosen to simulate an average summer day in moderate climatic conditions. The temperature was set at 22 • C from 6 A.M. to 9 P.M. and 16 • C from 9 P.M. to 6 A.M. to simulate daytime and night-time conditions, respectively. Lamps (Master SON-PIA 400 W; Phillips, Shanghai, China) were switched on during the day as an additional artificial light source when natural illumination was below 60 klx. 
Experimental Conditions
This study investigated the feasibility of using HSFCWs for post-treatment of anaerobically digested alkaline supernatant after an ammonium stripping process. The experiment was conducted by varying the specific operational conditions of aeration frequency and recirculation ratio. An air bar connected to an air pump intermittently supplied air to the bottom of the HSFCWs with a flow rate of about 180 L/h to introduce aeration. The hydraulic loading rate was maintained at 33.3 L/m 2 •d during the entire experiment. CW-1 was aerated for 1 h on, 5 h off without effluent recirculation; CW-2 was aerated for 1 h on, 1 h off with effluent recirculation at a ratio of 1:1; and CW-3 was aerated for 1 h on, 5 h off with an effluent recirculation ratio of 1:1.
The original anaerobic digestate supernatant used in this study was collected from a mesophilic biogas plant located in the Dong Hua Shan Village, Shunyi District, Beijing, China (40°06′24.59″ N, 116°54′30.68″ E). The influent for the three HSFCWs was collected from the effluent of a 14 h ammonia stripping process every month. The pH of the influent was in a range of 9.7-10.5. Detailed compositions of the anaerobically digested liquid fraction following air stripping (influent of HSFCWs) are provided in Table 1 . Table 1 . Influent compositions of the three horizontal sub-surface flow constructed wetlands.
Parameters
Influent pH 10.0 ± 0.5 DO 0.01 ± 0.01
Sampling and Analysis
The experiment was conducted from November 2015 to March 2016, approximately 110 day. The influent and effluent samples were collected three times per week. For each sample, the pH value and dissolved oxygen (DO) were immediately measured in situ using a portable Orion 5-Star multimeter with a pH electrode (LE438; Mettler-Toledo Instruments (Shanghai) Co., Ltd. Shanghai, China) and DO electrode (SN404735; Mettler-Toledo Instruments (Shanghai) Co., Ltd. Shanghai, China). Nitrate-nitrogen was analysed by continuous flow colorimetry (SEAL AutoAnalyzer 3; 
Experimental Conditions
This study investigated the feasibility of using HSFCWs for post-treatment of anaerobically digested alkaline supernatant after an ammonium stripping process. The experiment was conducted by varying the specific operational conditions of aeration frequency and recirculation ratio. An air bar connected to an air pump intermittently supplied air to the bottom of the HSFCWs with a flow rate of about 180 L/h to introduce aeration. The hydraulic loading rate was maintained at 33.3 L/m 2 ·d during the entire experiment. CW-1 was aerated for 1 h on, 5 h off without effluent recirculation; CW-2 was aerated for 1 h on, 1 h off with effluent recirculation at a ratio of 1:1; and CW-3 was aerated for 1 h on, 5 h off with an effluent recirculation ratio of 1:1.
The original anaerobic digestate supernatant used in this study was collected from a mesophilic biogas plant located in the Dong Hua Shan Village, Shunyi District, Beijing, China (40 • 06 24.59" N, 116 • 54 30.68" E). The influent for the three HSFCWs was collected from the effluent of a 14 h ammonia stripping process every month. The pH of the influent was in a range of 9.7-10.5. Detailed compositions of the anaerobically digested liquid fraction following air stripping (influent of HSFCWs) are provided in Table 1 . Table 1 . Influent compositions of the three horizontal sub-surface flow constructed wetlands.
Parameters Influent
pH 10.0 ± 0.5 DO 0.01 ± 0.01 Temperature ( • C) 18 ± 2 COD (mg/L) 1311 ± 60 NH 4 + -N (mg/L) 264 ± 25 NO 2 − -N (mg/L) 1.2 ± 0.2 NO 3 − -N (mg/L) 0.7 ± 0.4 TN (mg/L) 266 ± 30 Alkalinity (mg/L) 2968 ± 215
Sampling and Analysis
The experiment was conducted from November 2015 to March 2016, approximately 110 day. The influent and effluent samples were collected three times per week. For each sample, the pH value and dissolved oxygen (DO) were immediately measured in situ using a portable Orion 5-Star multimeter with a pH electrode (LE438; Mettler-Toledo Instruments (Shanghai) Co., Ltd. Shanghai, − -N; 4500-NO 2 − B; colorimetric method) were measured using a UV-Vis spectrophotometer (Gold S54T; Lengguang Tech, Shanghai, China). Chemical oxygen demand (COD) was measured using a Hach DR5000 spectrophotometer that was calibrated and operated according to manufacturer instructions (Method 8000). The venting method was used to measure ammonia gas volatilization from the three constructed wetlands, which used a traditional enclosure with sponge-trapping and KCl extraction methods [18] . The ammonia volatilization samples were collected every month in three replicates (four sampling campaigns) for each HSFCW during the whole experiment.
Quantification of AOA, AOB, nirS, nirK, and Anammox
The copy numbers of AOA and AOB, nirS, nirK, and Anammox were quantified with a real-time PCR system (ABI7500, Applied Biosystems, California, CA, USA) and SYBR green qPCR mix (Takara, Japan). The primer sequences, target gene lengths, and annealing temperatures are shown in Table 2 . The thermal cycling parameters were as follows: 10 min at 95 • C, 40 cycles of 15 s at 94 • C, 20 s for annealing at the temperature given in Table 2 , and 40 s at 72 • C. All PCR reactions were performed in triplicate, and product specificity was tested through gel electrophoresis and melting curve analysis. The copy number in the samples was calculated based on external standard curves. The correlation coefficients (R 2 ) for standard curves were larger than 0.99. The values were expressed as gene copies per gram substrate. 
Calculations
The alkalinity reduction attributed to microbial nitrogen transformations was calculated based on the following equation [23] :
where [TN] inf. and [TN] eff. are the total nitrogen concentration of influent and effluent (mg/L), Theoretically, the difference between influent and effluent alkalinity was δ = 7.14 − 3.57 = 3.57 
Statistical Analysis
Statistical analysis was carried out using SPSS 20.0 for Windows. The data were subjected to one-way ANOVA to test for statistical significance. Homogeneity of the variances was assessed using the Levene test prior to ANOVA. For multiple comparisons between mean values, Tukey's HSD test was applied with a significance level of p = 0.05.
Results
Physicochemical Parameters
The DO in the effluent of CW-1 (average of 0.31 mg/L) was significantly lower than that in CW-2 and CW-3, where DO were 1.63 mg/L and 1.25 mg/L, respectively (Figure 2 ). The differences between the three experimental wetlands not only indicate an improvement in oxygen condition with increased aeration, but also show that effluent recirculation may bring a considerable amount of oxygen into the wastewater. Similar results were also found by Sun et al. [24] . 
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The DO in the effluent of CW-1 (average of 0.31 mg/L) was significantly lower than that in CW-2 and CW-3, where DO were 1.63 mg/L and 1.25 mg/L, respectively (Figure 2 ). The differences between the three experimental wetlands not only indicate an improvement in oxygen condition with increased aeration, but also show that effluent recirculation may bring a considerable amount of oxygen into the wastewater. Similar results were also found by Sun et al. [24] . Both influent and effluent pH values were higher than 8 in this study (Figure 2 ). Wastewater pH is a vital factor that affects nitrification, denitrification, and anaerobic organic degradation in constructed wetlands. Nitrification and denitrification processes can be decreased to a negligible level at pH > 8.0 [25] . Thus, the influent pH value of 10 was much higher than the proper pH condition for normal microbial activity. Moreover, previous studies have shown that high pH can cause a reduction of DO levels in substrate [26] , thus affecting nitrification and denitrification processes.
During the entire experiment, the effluent pH of CW-2 was the lowest which may due to the higher aeration regime (1:1). The higher nitrification process could happen under relative aerobic condition and produce hydrogen ion to neutralization the hydroxyl ion. Additionally, the main mechanism responsible for buffering alkaline wastewater in treatment wetlands is caused by high partial pressure of carbon dioxide (pCO2). The high pressure can arise from both active aerobic and anaerobic microbial respiration. The produced carbon dioxide not only decreases pH, but also accelerates calcium carbonate (CaCO3) precipitation rates and consumes alkalinity [27, 28] . Therefore, the lower pH in CW-2 compare with CW-3 may be due to a longer aeration time enhancing the microbial organic carbon transformations and producing a high partial pressure of carbon dioxide. When compare with the effluent pH in CW-1, the lower pH in CW-2 may be due to the effluent recirculation at a ratio of 1:1, which diluted the influent wastewater.
COD and Alkalinity Removal Performance
In the present study, the effluent COD concentration varied from 687 to 858 mg/L with an average removal efficiency of 40%, and the three HSFCWs did not show significant difference (Figure 3 ). In our study recirculation did not have an effect on COD removal, even though previous studies have found the effluent recirculation enable a 15% enhancement in pollutant removal performance attributed to the increase in contact time [29, 30] . Both influent and effluent pH values were higher than 8 in this study (Figure 2) . Wastewater pH is a vital factor that affects nitrification, denitrification, and anaerobic organic degradation in constructed wetlands. Nitrification and denitrification processes can be decreased to a negligible level at pH > 8.0 [25] . Thus, the influent pH value of 10 was much higher than the proper pH condition for normal microbial activity. Moreover, previous studies have shown that high pH can cause a reduction of DO levels in substrate [26] , thus affecting nitrification and denitrification processes.
During the entire experiment, the effluent pH of CW-2 was the lowest which may due to the higher aeration regime (1:1). The higher nitrification process could happen under relative aerobic condition and produce hydrogen ion to neutralization the hydroxyl ion. Additionally, the main mechanism responsible for buffering alkaline wastewater in treatment wetlands is caused by high partial pressure of carbon dioxide (pCO 2 ). The high pressure can arise from both active aerobic and anaerobic microbial respiration. The produced carbon dioxide not only decreases pH, but also accelerates calcium carbonate (CaCO 3 ) precipitation rates and consumes alkalinity [27, 28] . Therefore, the lower pH in CW-2 compare with CW-3 may be due to a longer aeration time enhancing the microbial organic carbon transformations and producing a high partial pressure of carbon dioxide. When compare with the effluent pH in CW-1, the lower pH in CW-2 may be due to the effluent recirculation at a ratio of 1:1, which diluted the influent wastewater.
In the present study, the effluent COD concentration varied from 687 to 858 mg/L with an average removal efficiency of 40%, and the three HSFCWs did not show significant difference (Figure 3 ). In our study recirculation did not have an effect on COD removal, even though previous studies have found the effluent recirculation enable a 15% enhancement in pollutant removal performance attributed to the increase in contact time [29, 30] . 1204, and 1041 mg/L, with average removal efficiencies of 28%, 42%, and 35% in CW-1, CW-2, and CW-3, respectively ( Figure 3 ). Alkalinity is a good indicator for the buffering capacity of treatment wetland systems when treating extreme pH wastewaters. Usually, alkalinity in wastewater must be higher than 80-100 mg/L to maintain adequate buffer capacity [31] . The dynamics of alkalinity can be influenced by both microbial carbon and nitrogen transformations, thus the determination of contributions from each process is very important. Alkalinity of the wastewater can be consumed at rate of 7.14 g/g Nitrogen oxidized during nitrification and generated at rate of 3.57 g/g Nitrogen reduced during denitrification [23] . After the influent passes through the wetland bed with simultaneous nitrification and denitrification processes, the effluent alkalinity is often lower than the influent alkalinity. The difference between influent and effluent alkalinity can be defined theoretically as δ = 7.14 − 3.57 = 3.57 mg/L/mg/L N removed. Therefore, the alkalinity reduction attributed to microbial nitrogen transformations was calculated to be 505 mg/L in CW-1, 980 mg/L in CW-2, and 849 mg/L in CW-3 based on the Equation (1). Considering an alkalinity reduction of 810 mg/L in CW-1, 1203 mg/L in CW-2, and 1040 mg/L in CW-3 (Figure 3) , the contribution of a buffering effect from microbial nitrogen transformations was about 62%, 81%, and 83%, respectively. This demonstrates that recirculation would be an important enhancement strategy to improve the buffering capacity when treating extreme pH wastewaters.
Nitrogen Removal Performance
The effluent ammonium nitrogen in CW-1 (without recirculation and 1 h on/5 h off intermittent aeration) was about 126 mg/L (removal efficiency of 52%), which was much higher than that in CW-2 and CW-3.The average effluent concentrations were 25 mg/L and 47 mg/L with removal efficiencies of 90% and 82% in CW-2 and CW-3, respectively (Figure 4 ). Ammonium nitrogen, at a mean concentration of 264 mg/L in the influent, constituted 99% of the TN, while nitrate nitrogen, nitrite nitrogen, and organic nitrogen constituted less than 1% of the TN. Improved oxygen conditions in CW-2 and CW-3, created by a longer aeration time and effluent recirculation, were the main factors increasing the ammonium removal.
The ammonia gas volatilization rate in CW-2 was an average of 13.8 mg/m 2 •d, which was significantly higher than in CW-1 and CW-3, where rates were 11.8 and 12.6 mg/m 2 •d, respectively ( Figure 5 ). Ammonia nitrogen can be removed through various mechanisms in CWs, e.g., nitrification, denitrification, anammox, and ammonia volatilization. It is well established that at pH > 9.3, the ratio between ammonia and ammonium ions is 1:1, and nitrogen losses via volatilization are significant [32] . Considering the highly alkaline influent wastewater with pH > 10 in this study, the venting method was used to measure ammonia gas volatilization rates from the three CWs. The In this study, the average influent concentration of alkalinity was around 3000 mg/L (Table 1) . After wastewater passed though the experimental wetlands, the reductions of alkalinity were 810, 1204, and 1041 mg/L, with average removal efficiencies of 28%, 42%, and 35% in CW-1, CW-2, and CW-3, respectively ( Figure 3 ). Alkalinity is a good indicator for the buffering capacity of treatment wetland systems when treating extreme pH wastewaters. Usually, alkalinity in wastewater must be higher than 80-100 mg/L to maintain adequate buffer capacity [31] .
The dynamics of alkalinity can be influenced by both microbial carbon and nitrogen transformations, thus the determination of contributions from each process is very important. Alkalinity of the wastewater can be consumed at rate of 7.14 g/g Nitrogen oxidized during nitrification and generated at rate of 3.57 g/g Nitrogen reduced during denitrification [23] . After the influent passes through the wetland bed with simultaneous nitrification and denitrification processes, the effluent alkalinity is often lower than the influent alkalinity. The difference between influent and effluent alkalinity can be defined theoretically as δ = 7.14 − 3.57 = 3.57 mg/L/mg/L N removed. Therefore, the alkalinity reduction attributed to microbial nitrogen transformations was calculated to be 505 mg/L in CW-1, 980 mg/L in CW-2, and 849 mg/L in CW-3 based on the Equation (1). Considering an alkalinity reduction of 810 mg/L in CW-1, 1203 mg/L in CW-2, and 1040 mg/L in CW-3 (Figure 3) , the contribution of a buffering effect from microbial nitrogen transformations was about 62%, 81%, and 83%, respectively. This demonstrates that recirculation would be an important enhancement strategy to improve the buffering capacity when treating extreme pH wastewaters.
The effluent ammonium nitrogen in CW-1 (without recirculation and 1 h on/5 h off intermittent aeration) was about 126 mg/L (removal efficiency of 52%), which was much higher than that in CW-2 and CW-3. The average effluent concentrations were 25 mg/L and 47 mg/L with removal efficiencies of 90% and 82% in CW-2 and CW-3, respectively (Figure 4 ). Ammonium nitrogen, at a mean concentration of 264 mg/L in the influent, constituted 99% of the TN, while nitrate nitrogen, nitrite nitrogen, and organic nitrogen constituted less than 1% of the TN. Improved oxygen conditions in CW-2 and CW-3, created by a longer aeration time and effluent recirculation, were the main factors increasing the ammonium removal.
primary cause of these differences was the higher aeration frequency, which promotes the disturbance of bubbles carrying ammonia and increases the ammonia volatilization rate. Although the study measured high ammonia volatilization rate, according to nitrogen mass balance calculations, the total volatilized NH3 from our experimental constructed wetlands accounted for a mere 3.0%, 3.5%, and 3.2% of the total removed ammonium nitrogen. The results demonstrated ammonia volatilization is not the primary mechanism removing ammonia nitrogen in the present study, which indicated the potentially important role of the biological transformations on nitrogen depuration. In the classic nitrogen removal routes, ammonia-oxidizing bacteria (AOB) first oxidize ammonia nitrogen to nitrite nitrogen, after which nitrite-oxidizing bacteria (NOB) oxidize nitrite The ammonia gas volatilization rate in CW-2 was an average of 13.8 mg/m 2 ·d, which was significantly higher than in CW-1 and CW-3, where rates were 11.8 and 12.6 mg/m 2 ·d, respectively ( Figure 5 ). Ammonia nitrogen can be removed through various mechanisms in CWs, e.g., nitrification, denitrification, anammox, and ammonia volatilization. It is well established that at pH > 9.3, the ratio between ammonia and ammonium ions is 1:1, and nitrogen losses via volatilization are significant [32] . Considering the highly alkaline influent wastewater with pH > 10 in this study, the venting method was used to measure ammonia gas volatilization rates from the three CWs. The primary cause of these differences was the higher aeration frequency, which promotes the disturbance of bubbles carrying ammonia and increases the ammonia volatilization rate. Although the study measured high ammonia volatilization rate, according to nitrogen mass balance calculations, the total volatilized NH 3 from our experimental constructed wetlands accounted for a mere 3.0%, 3.5%, and 3.2% of the total removed ammonium nitrogen. The results demonstrated ammonia volatilization is not the primary mechanism removing ammonia nitrogen in the present study, which indicated the potentially important role of the biological transformations on nitrogen depuration. In the classic nitrogen removal routes, ammonia-oxidizing bacteria (AOB) first oxidize ammonia nitrogen to nitrite nitrogen, after which nitrite-oxidizing bacteria (NOB) oxidize nitrite In the classic nitrogen removal routes, ammonia-oxidizing bacteria (AOB) first oxidize ammonia nitrogen to nitrite nitrogen, after which nitrite-oxidizing bacteria (NOB) oxidize nitrite nitrogen to nitrate nitrogen in aerobic conditions. Because wetlands contain a system of complex aerobic, anoxic, and anaerobic zones within the same units, which provide a perfect habitat for the coexistence of different microbial communities. Accumulated NO 3 − -N from the nitrification process must be processed via anaerobic microbial denitrification in order to be permanently removed from the wastewater [33] . Many factors, such as biodegradable organic carbon sources, dissolved oxygen concentrations, and pH could restrict the completion [34] . A longer aeration time and effluent recirculation brought a considerable amount of oxygen into the constructed wetlands, increasing the ammonia removal rate. However, as shown in Figure 4 , in CW-2 and CW-3 (with enhanced intermittent aeration and recirculation), nitrate accumulated to 44 and 28 mg/L, respectively. Factors, such as an anaerobic environment and availability of a biodegradable organic carbon source, could restrict the denitrification process. Because the influent in this study was alkaline anaerobic digested slurry after ammonium stripping, during which the easily degradable portion of organic matter had already transformed into methane (CH 4 ) and carbon dioxide (CO 2 ) through anaerobic digestion process [35] . This may cause the limited COD removal efficiency (average of 40%). Accordingly, an organic carbon source with easy biodegradation for the denitrification process would be also limited. Therefore, the higher TN removal performance in CW-2 (71%) and CW-3 (69%) as compared to CW-1 (52%, Figure 4 ) demonstrated the benefit of recirculating nitrate-rich effluent back to the wetland inflow region, which can utilize the available organic matter for denitrification and result improving TN removal.
In a CW system, microorganism community plays a significant role in the nitrogen transfer process. The metabolism of the microorganism contributed 60%-90% of TN removal using HSFCWs [36] . The study used different DO control strategies (artificial aeration ratio of 1 h on/1 h off and 1 h on/5 h off) and effluent recirculation (with or without recirculation) to illustrate the microbial abundance and activity in different wetland systems. As shown in Figure 6 , the number of copies of ammonium oxidizing genes (AOB and AOA) in CW-1 was relatively lower than in CW-2 and CW-3. This illustrates the positive function of effluent recirculation and intermittent aeration on the nitrification process. The abundances of nirK and nirS genes are often used as nitrite reduction markers to study the denitrifying bacterial community [37] . The number of copies of both nirK and nirS were significantly higher in CW-1 and CW-3 compare with CW-2. The reason may be the lower aeration regimes in CW-1 and CW-3 could cause the relative anaerobic condition, which is more suitable for denitrification.
This illustrates the positive function of effluent recirculation and intermittent aeration on the nitrification process. The abundances of nirK and nirS genes are often used as nitrite reduction markers to study the denitrifying bacterial community [37] . The number of copies of both nirK and nirS were significantly higher in CW-1 and CW-3 compare with CW-2. The reason may be the lower aeration regimes in CW-1 and CW-3 could cause the relative anaerobic condition, which is more suitable for denitrification. As previously shown [38] , swine wastewater has a low biodegradable carbon source and dissolved oxygen content for anaerobic digestion following air stripping. Accordingly, the nitrogen depuration pathways may not follow the classic pathways for nitrification and denitrification. Anaerobic ammonium oxidation (Anammox) is a recently discovered nitrogen removal process, which can remove ammonium from high-concentration streams and requires less oxygen and organic carbon. In limited oxygen micro zones, AOB can oxidize ammonium to nitrite by consuming dissolved oxygen, thus creating an anaerobic microenvironment for the inner biofilm. The produced nitrite could then be used by anammox bacteria and converted into nitrogen gas [39] . Meanwhile, proportional nitrate can also be reduced into nitrite with sufficient COD concentrations in some micro zones that play the role of electron acceptor for the anammox reaction as well. Effluent recirculation can help establish anammox processes in this way. This might be the reason why the copy numbers of anammox were the highest in CW-3 (2.08 × 10 7 ), followed by CW-1 (1.39 × 10 7 ) and CW-2 (2.31 × 10 6 ). The study here was not designed to demonstrate how the anammox processes contribute to the total nitrogen depuration. The results indicate a significant potential for anammox in CWs treating alkaline stripped effluents, which should be explored further in future research.
Conclusions
The feasibility of treating high-alkalinity stripped effluent in horizontal subsurface-flow CWs was assessed and deemed feasible due to the high buffering capacity and diverse functional microbial transformations of wetlands. Two performance enhancement strategies-effluent recirculation and intermittent artificial aeration-were investigated in three HSFCWs. A 71% TN removal rate was achieved using both strategies simultaneously, indicating that higher oxygen concentrations improve nitrogen removal. Ammonia volatilization from the surface of wetlands was determined to constitute only 3% of the total ammonium removed from the high-alkalinity influent, indicating a potentially important role of biological transformations on nitrogen depuration.
Bacterial abundance analysis in the present study illustrated Anammox is an important process for nitrogen removal in CWs treating alkaline stripped effluent.
